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The California Fire Code requires that new or modernized public school 
campuses be provided with smoke detection in "every room or area". Does 
this include elevator hoist-ways that are not provided with fire sprinkler 
protection or elevator smoke relief equipment as is indicated in the 2002 
NFPA 72 6.15.3.6? 
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